### Notes:
1. All concrete shall have a 28-day strength of 4000 PSI.
2. All reinforcement shall have an FY = 60 KSI.
3. Bentonite slurry wall shall be by excavation and pumping.
4. All sheetpile shall be ASTM A 572 PZ 35 sheetpile. Use as on the combo wall.
5. "I-Wall height" and "T-Wall height" refer to the exposed height of the wall above ground.
6. Pipe pile (PP) shall be ASTM A 500 Grade B.
CONCEPTUAL PURPOSES

SECTION A-A - COMBO WALL